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EXISTING WALL TO REMAIN

NEW WALL TO UNDERSIDE OF CEILING

EXISTING PARTIAL HEIGHT WALL TO REMAIN

EXISTING CONSTRUCTION TO BE DEMOLISHED

EXISTING FLUSH FLOOR POWER AND DATA LOCATION

EXISTING DUPLEX OUTLET

EXISTING QUADPLEX OUTLET

EXISTING DATA/PHONE ROUGH IN LOCATION

EXISTING COVERPLATE

EXISTING THERMOSTAT

EXISTING LIGHT SWITCH

NEW DUPLEX OUTLET

T

PROVIDE PRICING FOR THE FOLLOWING:

1. ALL EXISTING FLOORING TO REMAIN.
2. REMOVE ALL EXISTING FLOORING ADHESIVES. PREPARE FLOORING FOR NEW LVT TO MATCH SUITE

STANDARD.
3. NEW P-LAM UPPER AND LOWER CABINETR YAND COUNTERTOP WITH 4" BACKSPLASH, SINK, FLOODSTOPPER

AND PLUMBING AT BREAK.
4. DEMOLISH EXISTING GLASS PARTITION. REPAIR FLOORING AND REPLACE CEILING TILE AND GRID AS NEEDED.
5. DEMOLISH EXISTING DECORATIVE PENDANT FIXTURES AT RECEPTION DESK. ASSUME FIXTURE ALLOWANCE

FOR (3) NEW DECORATIVE PENDANTS $200/EACH.
6. DEMOLISH EXISTING DECORATIVE PENDANT FIXTURES IN CONFERENCE ROOM. INSTALL NEW LINEAR

PENDANT LIGHT: FLUXWERX: VIEW SERIES, VU1AB, 3500K, 70% UPLIGHT, FACTORY 0-10V DIM, WHITE FINISH
WITH SQUARE END CAP, LINEAR SUSPENDED DIRECT/ INDIRECT.

7. REMOVE CABINET, PATCH FLOORING TO MATCH EXISTING ADJACENT FINISH.
8. EXISTING CASEWORK TO REMAIN.
9. DEMO WALLCOVERING, PATCH, REPAIR AND PAINT WALL AS NEEDED.

Tenant Meeting Dates:

PROVIDE PRICING FOR THE FOLLOWING:

AA. INSTALL NEW CEILING TILE AND GRID THROUGHOUT.
ASSUME BUILDING STANDARD MANUFACTURER USG.

BB. INSTALL NEW MECHO SHADE AT ALL PERIMETER WINDOWS.
ASSUME MECHO SHADE, SOHO SHADE SYSTEM, ECOVEIL,
1100 SERIES, 1% OPEN, COLOR: 1119.  PROVIDE FASCIA,
SNAPLOC SQUARE.

CC. PROVIDE AN ADD/ALTERNATE PRICE FOR ELECTROSTATIC
PAINTING AT THE EXTERIOR WINDOW FRAMES AND SILLS
TO MATCH THE 5TH & 6TH FLOORS.

DD. PROVIDE ALTERNATE PRICING FOR DEMOLITION OF THE
HALF WALL AND CASEWORK. PATCH FLOORING TO MATCH
ADJACENT FINISHES. PATCH AND PAINT COLUMN.KEY PLAN

10TH FLOOR                               NTS

August 20, 2021
Issue Dates:

SUITE 1050 - COMBINED DEMO & FLOOR PLAN
PORTLAND, OREGON

AREA OF WORK

Scale 3/32" = 1'-0"

6,241 RSF
RENTABLE SF INDICATED INCLUDES OWNER'S LOAD FACTOR OF 1.19%

July 27, 2021

PROVIDE PRICING ON THE FOLLOWING:

A. DEMO ALL ITEMS SHOWN DASHED. PATCH AND REPAIR ALL WALLS AFFECTED BY CONSTRUCTION.
B. REMOVE ALL EXTERIOR WINDOW COVERING, PATCH AND REPAIR WHERE MOUNTING HARDWARE WAS REMOVED AS NEEDED.
C. PAINT ALL WALLS THROUGHOUT WITH (2-3) COATS.
D. PAINT ALL EXISTING GYPSUM BOARD CEILING THROUGHOUT.
E. CEILING TILE AND GRID TO REMAIN. CEILING GRID AND TILE THROUGHOUT TO BE PAINTED TO MATCH BUILDING STANDARD

PAINT, UNLESS OTHERWISE NOTED.
F. DEMO ALL EXISTING LIGHT FIXTURES AND REPLACE WITH BUILDING STANDARD IN THE SAME LOCATIONS. RE-CIRCUIT LIGHT

FIXTURES IN AREA OF DEMO TO BE GROUPED TO ONE CONTROL POINT.  INSTALL NEW 2'X4' BUILDING STANDARD LIGHT
FIXTURES.  LIGHT FIXTURE TO BE LITHONIA, 2'X4' RECESSED BLT SERIES, ADSNT 4000 LUMEN, NLIGHT ENABLED WITH AIR
HANDLING FUNCTION, 3500K, 80T CR1, ELDOLED 1% DIMMING, INCLUDES OCCP AND DAYLIGHT SENSORS. REPLACE ALL
LINEAR PENDANT LIGHTS WITH FLUXWERX: VIEW SERIES, VU1AB, 3500K, 70% UPLIGHT, FACTORY 0-10V DIM, WHITE FINISH
WITH SQUARE END CAP, LINEAR SUSPENDED DIRECT/ INDIRECT

G. ALL NEW & EXISTING DOORS/FRAMES AND HARDWARE TO MATCH BUILDING STANDARD, UNLESS NOTED OTHERWISE. FRAMES
TO BE TIMELY TA23, WITH SQUARE TIME, COLOR: WESTERN WHITE. DOOR/FRAMES TO BE A PAINT SPRAYED FINISH.

H. ALL NEW COMMERCIAL GRADE PLUMBING FIXTURES AND INFRASTRUCTURE TO MATCH BUILDING STANDARDS. COPPER
TUBING FOR ALL APPLIANCE WATER LINES, NO PLASTIC TUBING ALLOWED.

I. PROVIDE A FLOOD STOP SHUT OFF VALVE FOR THE UNDER SINK HOT WATER HEATER.
J. MODIFY HVAC, FIRE SPRINKLERS, LIGHTING AND ELECTRICAL AS REQUIRED BY NEW WORK.
K. MODIFY THE HVAC SYSTEM AS NEEDED TO PROVIDE BALANCED HEATING AND COOLING FOR THE SUITE.
L. RE-USE ALL DEMOLISHED COMPONENTS (DOORS, WINDOWS, LIGHTS, ETC) WHERE POSSIBLE. SERVICE OR REPAIR TO

PROVIDE "LIKE NEW" OPERATION AND APPEARANCE.
M. FURNITURE IS SHOWN FOR SCHEMATIC PURPOSES ONLY. TENANT OR TENANT'S VENDOR TO CONFIRM BUILT CONDITIONS

FOR SPATIAL REQUIREMENTS AND FINAL LAYOUTS.

10th Floor

6,380 RSF
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*Contiguous 10th floor - 22,930 RSF

https://my.matterport.com/show/?m=By16yXuYM59
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